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VERIFICATION OF COMPLIANCE 
 
 

Verification No. : EM/2013/50147C 

Representative Model : CM-FL1 

Added Model(s) : N/A 

Product Name : Fire Indicating Lamp 

Brand Name : CM 

Applicant : Chung Mei Fire Fighting Supplier Co., Ltd. 

Address of Applicant : No. 82, Jen Yi St., Wuri Dist. Taichung City 41472, Taiwan 

Test Report Number : EM/2013/50147 

Date of Issue : Jul. 17, 2013 

Applicable Standards : EN 61000-6-3 : 2007+A1:2011, CISPR 16-2-1 : 2010, 

CISPR 16-2-3 : 2010, EN 50130-4 : 2011, 

EN 61000-4-2 : 2009, EN 61000-4-3 : 2006+A1:2008+A2:2010, 

EN 61000-4-4 : 2012, EN 61000-4-5 : 2006,  

EN 61000-4-6 : 2009, EN 61000-4-11 : 2004. 
 

Conclusion  
Based upon a review of the worksheets and the Technical Construction File, the apparatus is deemed to 
meet the requirements of the above standards. 
 
 
Note：This verification is only valid for the equipment and configuration described and in conjunction with the technical data 

detailed above. 
      
Authorized Signatory:  

 
                                                                         

SGS TAIWAN LTD. 
Victor Wen 
Technical Asst. Manager 
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